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Systems Integration 

LONWORKS Solution for Grundfos CIU with CIM 110 Controller
 

Grundfos CIU with CIM 110 for Application 9173, Program ID 80:00:55:51:14:06:04:05. 

Point Type Point Name Description Range/ 
Unitsa), b), c) 

1 LAO PmpStpnt_V Pump Setpoint Value % 

2 LDO PmpStpnt_S Pump Setpoint State Off/On 

3 LENUM PumpOpMode Pump Operation Mode  

4 LAO OvdPress Override Press IN WC  
PA 

5 LAO OvdSpeed Override Speed % 

6 LAO PmpOvdStp_V Pump Override Stop Value % 

7 LDO PmpOvdStp_S Pump Override Stop State Off/On 

8 LAO RemoteFlow Remote Flow CFM  
M3pH 

9 LAO RemotePress Remote Press INHG  
KPA 

10 LAI PumpCapacity Pump Capacity % 

11 LENUM EffOpMode   

13 LAI EnergyConsum Energy Consumption KWH 

14 LAI Flow_In Flow In CFM  
M3pH 

15 LAI FluidTemp Fluid temp °C  
°F 

16 LAI Power Power consumption in Watts WATTS 

17 LAI PowerKilo Powerin consumption in Kilowatts KW 
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Grundfos CIU with CIM 110 for Application 9173, Program ID 80:00:55:51:14:06:04:05. 

Point Type Point Name Description Range/ 
Unitsa), b), c) 

18 LAI Pressure_In Pressure In Actual INHG  
KPA 

20 LAI PumpOver_V Pump Override Value Actual % 

21 LDI PumpUvrd_S Pump Override Speed State Off/On 

23 LAI Runtime Runtime Actual  HR 

24 LAI Speed Speed Actual RPM 

25 LAI Flow_F Flow In (Floating Point) CFM  
LPS 

26 LAI RemoteFlowIn Remote Flow Actual CFM  
LPS 

27 LAI RemotePresIn Remote Pressure Actual INHG  
KPA 

28 LAI RemoteTmp2In Remote Temp 2 Actual °C  
°F 

29 LAI ACtSetpoint Act Setpoint % 

30 LAI AlarmCode Alarm Code  

31 LAI AuxSensor Auxuilary Sensor % 

32 LAI EnrgyConsumL Energy Consumption Level KWH 

33 LAI InletPress Inlet Pressure INHG  
KPA 

34 LAI Level Level FT  
METERS 

35 LDI PFaultOldB00 Pump Fault Old Bit 0 Off/On 

36 LDI PFaultOldB01 Pump Fault Old Bit 1 Off/On 

37 LDI PFaultOldB02 Pump Fault Old Bit 2 Off/On 

38 LDI PFaultOldB03 Pump Fault Old Bit 3 Off/On 

39 LDI PFaultOldB04 Pump Fault Old Bit 4 Off/On 

40 LDI PFaultOldB05 Pump Fault Old Bit 5 Off/On 

41 LDI PFaultOldB06 Pump Fault Old Bit 6 Off/On 

42 LDI PFaultOldB07 Pump Fault Old Bit 7 Off/On 

43 LDI PFaultOldB08 Pump Fault Old Bit 8 Off/On 
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Grundfos CIU with CIM 110 for Application 9173, Program ID 80:00:55:51:14:06:04:05. 

Point Type Point Name Description Range/ 
Unitsa), b), c) 

44 LDI PFaultOldB09 Pump Fault Old Bit 9 Off/On 

45 LDI PFaultOldB10 Pump Fault Old Bit 10 Off/On 

46 LDI PFaultOldB11 Pump Fault Old Bit 11 Off/On 

47 LDI PFaultOldB12 Pump Fault Old Bit 12 Off/On 

48 LDI PFaultOldB13 Pump Fault Old Bit 13 Off/On 

49 LDI PFaultOldB14 Pump Fault Old Bit 14 Off/On 

50 LDI PFaultOldB15 Pump Fault Old Bit 15 Off/On 

51 LDI PStatsOldB00 Pump Status Old Bit 0 Off/On 

52 LDI PStatsOldB01 Pump Status Old Bit 1 Off/On 

53 LDI PStatsOldB02 Pump Status Old Bit 2 Off/On 

54 LDI PStatsOldB03 Pump Status Old Bit 3 Off/On 

55 LDI PStatsOldB04 Pump Status Old Bit 4 Off/On 

56 LDI PStatsOldB05 Pump Status Old Bit 5 Off/On 

57 LDI PStatsOldB06 Pump Status Old Bit 6 Off/On 

58 LDI PStatsOldB07 Pump Status Old Bit 7 Off/On 

59 LDI PStatsOldB08 Pump Status Old Bit 8 Off/On 

60 LDI PStatsOldB09 Pump Status Old Bit 9 Off/On 

61 LDI PStatsOldB10 Pump Status Old Bit 10 Off/On 

62 LDI PStatsOldB11 Pump Status Old Bit 11 Off/On 

63 LDI PStatsOldB12 Pump Status Old Bit 12 Off/On 

64 LDI PStatsOldB13 Pump Status Old Bit 13 Off/On 

65 LDI PStatsOldB14 Pump Status Old Bit 14 Off/On 

66 LDI PStatsOldB15 Pump Status Old Bit 15 Off/On 

67 LAI WarningCode Warning Code  

68 LAI TotalOnTime Total On Time HR 

69 LAI RemoteTmpIn Remote Temp Actual °C  
°F 

70 LDI PumpFaultB00 Pump Fault Bit 0 Off/On 

71 LDI PumpFaultB01 Pump Fault Bit 1 Off/On 
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Grundfos CIU with CIM 110 for Application 9173, Program ID 80:00:55:51:14:06:04:05. 

Point Type Point Name Description Range/ 
Unitsa), b), c) 

72 LDI PumpFaultB02 Pump Fault Bit 2 Off/On 

73 LDI PumpFaultB03 Pump Fault Bit 3 Off/On 

74 LDI PumpFaultB04 Pump Fault Bit 4 Off/On 

75 LDI PumpFaultB05 Pump Fault Bit 5 Off/On 

76 LDI PumpFaultB06 Pump Fault Bit 6 Off/On 

77 LDI PumpFaultB07 Pump Fault Bit 7 Off/On 

78 LDI PumpFaultB08 Pump Fault Bit 8 Off/On 

79 LDI PumpFaultB09 Pump Fault Bit 9 Off/On 

80 LDI PumpFaultB10 Pump Fault Bit 10 Off/On 

81 LDI PumpFaultB11 Pump Fault Bit 11 Off/On 

82 LDI PumpFaultB12 Pump Fault Bit 12 Off/On 

83 LDI PumpFaultB13 Pump Fault Bit 13 Off/On 

84 LDI PumpFaultB14 Pump Fault Bit 14 Off/On 

85 LDI PumpFaultB15 Pump Fault Bit 15 Off/On 

86 LDI PumpStatB00 Pump Status Bit 0 Off/On 

87 LDI PumpStatB01 Pump Status Bit 1 Off/On 

88 LDI PumpStatB02 Pump Status Bit 2 Off/On 

89 LDI PumpStatB03 Pump Status Bit 3 Off/On 

90 LDI PumpStatB04 Pump Status Bit 4 Off/On 

91 LDI PumpStatB05 Pump Status Bit 5 Off/On 

92 LDI PumpStatB06 Pump Status Bit 6 Off/On 

93 LDI PumpStatB07 Pump Status Bit 7 Off/On 

94 LDI PumpStatB08 Pump Status Bit 8 Off/On 

95 LDI PumpStatB09 Pump Status Bit 9 Off/On 

96 LDI PumpStatB10 Pump Status Bit 10 Off/On 

97 LDI PumpStatB11 Pump Status Bit 11 Off/On 

98 LDI PumpStatB12 Pump Status Bit 12 Off/On 

99 LDI PumpStatB13 Pump Status Bit 13 Off/On 

100 LDI PumpStatB14 Pump Status Bit 14 Off/On 
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Grundfos CIU with CIM 110 for Application 9173, Program ID 80:00:55:51:14:06:04:05. 

Point Type Point Name Description Range/ 
Unitsa), b), c) 

101 LDI PumpStatB15 Pump Status Bit 15 Off/On 

200 LAO SndHrtBeat Send Heart Beat SEC 

201 LAO RcvHrtBeat Receive Heart Beat SEC 
 

 

a) Values noted for LDIs and LDOs are in the following format: OFF text/ON text. 

b) This column indicates the value/range or engineering units or both if known. 

c) The default English value is not italicized. An italicized entry indicates an SI value. 
 

 

 
 

Grundfos CIU with CIM Network Variables, Program ID 80:00:55:51:14:06:04:05. 

Point NVO Name NVI Name CP Name 

1  nviOccSchedule.current_state  

2  nviOccSchedule.next_state  

3  nviOccSchedule.time_to_next_state  

4 nvoSwitch01.value   

5 nvoSwitch01.state   

6 nvoSwitch02.value   

7 nvoSwitch02.state   

8 nvoSwitch03.value   

9 nvoSwitch03.state   

10 nvoSwitch04.value   

11 nvoSwitch04.state   

13 nvoSwitch05.value   

14 nvoSwitch05.state   

15 nvoSwitch06.value   

16 nvoSwitch06.state   

17 nvoSwitch07.value   

18 nvoSwitch07.state   

20 nvoPercent01   

21 nvoPercent02   

23 nvoPercent03   
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Grundfos CIU with CIM Network Variables, Program ID 80:00:55:51:14:06:04:05. 

Point NVO Name NVI Name CP Name 

24  nviTemp01  

25  nviTemp02  

26 nvoRemoteFlow   

27 nvoRemotePress   

28 nvoRemoteTemp2   

29 nvoActSetpoint   

30 nvoAlarmCode   

31 nvoAuxSensor   

32 nvoEnergyConsumL   

33 nvoInletPressure   

34 nvoLevel   

35 nvoPumpFaultOld.bit0   

36 nvoPumpFaultOld.bit1   

37 nvoPumpFaultOld.bit2   

38 nvoPumpFaultOld.bit3   

39 nvoPumpFaultOld.bit4   

40 nvoPumpFaultOld.bit5   

41 nvoPumpFaultOld.bit6   

42 nvoPumpFaultOld.bit7   

43 nvoPumpFaultOld.bit8   

44 nvoPumpFaultOld.bit9   

45 nvoPumpFaultOld.bit10   

46 nvoPumpFaultOld.bit11   

47 nvoPumpFaultOld.bit12   

48 nvoPumpFaultOld.bit13   

49 nvoPumpFaultOld.bit14   

50 nvoPumpFaultOld.bit15   

51 nvoPumpStatusOld.bit0   

52 nvoPumpStatusOld.bit1   

53 nvoPumpStatusOld.bit2   
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Grundfos CIU with CIM Network Variables, Program ID 80:00:55:51:14:06:04:05. 

Point NVO Name NVI Name CP Name 

54 nvoPumpStatusOld.bit3   

55 nvoPumpStatusOld.bit4   

56 nvoPumpStatusOld.bit5   

57 nvoPumpStatusOld.bit6   

58 nvoPumpStatusOld.bit7   

59 nvoPumpStatusOld.bit8   

60 nvoPumpStatusOld.bit9   

61 nvoPumpStatusOld.bit10   

62 nvoPumpStatusOld.bit11   

63 nvoPumpStatusOld.bit12   

64 nvoPumpStatusOld.bit13   

65 nvoPumpStatusOld.bit14   

66 nvoPumpStatusOld.bit15   

67 nvoWarningCode   

68 nvoTotalOnTime   

69 nvoRemoteTemp   

70 nvoPumpFault.bit0   

71 nvoPumpFault.bit1   

72 nvoPumpFault.bit2   

73 nvoPumpFault.bit3   

74 nvoPumpFault.bit4   

75 nvoPumpFault.bit5   

76 nvoPumpFault.bit6   

77 nvoPumpFault.bit7   

78 nvoPumpFault.bit8   

79 nvoPumpFault.bit9   

80 nvoPumpFault.bit10   

81 nvoPumpFault.bit11   

82 nvoPumpFault.bit12   
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Grundfos CIU with CIM Network Variables, Program ID 80:00:55:51:14:06:04:06. 

Point NVO Name NVI Name CP Name 

83 nvoPumpFault.bit13   

84 nvoPumpFault.bit14   

85 nvoPumpFault.bit15   

86 nvoPumpStatus.bit0   

87 nvoPumpStatus.bit1   

88 nvoPumpStatus.bit2   

89 nvoPumpStatus.bit3   

90 nvoPumpStatus.bit4   

91 nvoPumpStatus.bit5   

92 nvoPumpStatus.bit6   

93 nvoPumpStatus.bit7   

94 nvoPumpStatus.bit8   

95 nvoPumpStatus.bit9   

96 nvoPumpStatus.bit10   

97 nvoPumpStatus.bit11   

98 nvoPumpStatus.bit12   

99 nvoPumpStatus.bit13   

100 nvoPumpStatus.bit14   

101 nvoPumpStatus.bit15   

200   nciSndHrtBt 

201   nciRcvHrtBt 
 

 

 
 

 


