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For more information, see document G5663xx, 74 319 0479 0 b, edition 14.02.2008, sections G1 and G2

During the update process and preparation of web server data, do not switch off AC 24 V operating

Updating firmware

Preparing web server data

5663215

Insert CF card
face up

After restart OZW775 wait
until LED "Run" lights up

5663220

Insert CF card
face up

A\ Femore cards ol
LED "CF Cards* i o

5663216

5663217

|\ Remoe garc ony
LED "CF Cards" is off|

5663218

‘ ARemnve cards only If ‘
° LED "GF Gards" is aff|
Ack CF Card Memory A L%

|‘I Card Conﬂ/RprHA

el | | CF Card Memory A
) {

CF Card Canh/RepurtA

Push all 4 buttons
simultaneously >4 sec.

@

CF Card Memory A

CF Caid Memory A

Wait until LEDs "Run"

@ Push button "Config" >4 sec. and "CF Cards" light up

© 2008 Siemens Switzerland Ltd

Siemens Building Technologies

7431906400 a

B5674 28.01.2008 1/1



	Updating firmware
	  Preparing web server data

