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Product Description

The Pneumatic Output Module is the interface
between the controller and the pneumatic controller
device.

Product Numbers

540-166
540-167

Required Tools
Pliers, side slotted type.

Expected Installation Time

12 minutes

Installation

1. The Pneumatic Output Module should be
located near the location of the controller. If the
controller is not installed, identify where it is to
be located.

2. Pull the supply (S) air line to the location of the
controller, allowing enough slack to reach the
controller.

3. Pipe or repipe (if required) the terminal
equipment per the defined application.

4. Connect the supply air line to the supply (S)
port on the Pneumatic Output Module. See
Figure 2.

5. Connect the air line from the controlled device
to the return (R) port on the Pneumatic Output
Module. See Figure 2.

The Installation is complete.

Item No. 540-212, Rev, DA

VPO165R1

Figure 1. Pneumatic Output Module (540-167).
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Figure 2. Return (R) and Supply (S) Ports.
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