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1 About this document 
This document describes how to mount and secure: 

● a RACK-SA-PLATE mounting plate on a cylinder rack, 

● BORA, BORA2, BORA-20, PRESSBOX, NEUTRAL-10 and NEUTRAL-20 
products on a RACK-SA-PLATE. 

Intended audience 

The information in this document is intended for the following target groups of 
individuals: 

 

Personnel Activities Qualification 

Product manager Is responsible for the local management 
of the product and the exchange of 
information between the manufacturer 
and the department for the product 
range.  

Coordinates the flow of information 
between the teams involved in different 
projects. 

Is trained for the function and the 
product range. 
Has received product manager training. 

Project Manager Coordinates the schedules and 
resources of all teams working on the 
project. 
Gathers the technical information 
necessary to carry out the project. 

Has received technical training suitable 
for the function and the product range. 
Has received project manager training. 

Installation technician Installs products, devices or system 
parts on site and performs a general 
operation test. 

Has received professional training on 
building automation or electrical 
installations. 

Commissioning technician Checks the operation and officially 
transfers the product, device or system 
to the operator (specific configuration of 
the product or device for the customer, 
or of the system for the installation site).  
Performs troubleshooting and eliminates 
faults and errors of use. 

Has received technical training suitable 
for the function and the products. 
Has received technical training for 
Commissioning technicians. 

Maintenance technician Performs all maintenance operations 
described in the product documentation 
and full servicing of the equipment. 

Has received technical training suitable 
for the function and the product. 

Sales engineer Sells the products. Has received training suitable for the 
function and the product range. 

 

Reference document and source language 

● The original version of this document is in French. 

● The reference version of this document is the French version. 

The name of the reference document is: 

ID_fr--_x 

fr = French, -- = International, x = modification issue 
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Presentation conventions 

Text markups 

Special text markups are used as follows in this document: 
 

⊳ Prerequisite to an instruction  

◈  One-step instruction 

1. 
2. 

Instruction with at least two steps, which must be 
performed in the indicated sequence 

- Variant, option, or detailed information in an instruction 

⇨ Result of an instruction 

●  List, or instruction for which no particular performing 
sequence is required 

[➙ X] Reference to a page number 

‘Text’ Quote 

<Button> Identification of button  

Function, indicator, 
menu 

Name of function, indicator, or menu 

> Link, or steps in a sequence, e.g. Menu bar > Help > 
Help topics 

↑ Text Glossary entry 

 

Complementary information and advice 

 

 

The "i" symbol indicates additional information and help tips.  

 

1.1 Sinorix™ 

 

 

Sinorix™ automatic extinguishing systems use natural or chemical agents, or 
water mist to fight fires. Depending on the application and the risk involved, fires 
are controlled using nitrogen, argon, carbon dioxide, mixtures of inert gases, a 
two-phase mixture of nitrogen and water, or chemical agents. Sinorix™ is a 
registered trademark of Siemens. 
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1.2 History of changes 
The version of the reference document applies to all languages the reference 
document is translated into. 

 

 

The first issue of a language version or a national variant may, for example, have 
the version "d" instead of "a" if the reference document already has this version. 

 

The following table provides the revision history for this document: 
 

Version  Publication 

date  

Brief description  

a 12.2022 Document restructured 

NEUTRAL-20 blocking device added 

 

 

 

The language versions and the national variants produced by a local company 
share the same revision number as the corresponding reference document. They 
are not included in the following table. 

 

The following table lists the language versions and the national variants published 
with the corresponding version number: 

 

Version  en_-- de_-- fr_-- it_-- es_-- 

a X – X – – 

 

X = published 

– = not published in this version
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2 Safety 

2.1 General safety instructions 
 

To ensure the safety of people and property, the safety instructions in this 
document must be fully adhered to. They include: 

● Symbol identifying the type of risk 

● Severity  

● Type and cause of the risk 

● Consequences if the risk occurs 

● Recommendations and prohibitions to avoid or reduce the risk 

Hazard symbol 
 

 

This symbol indicates risks of injury. 

Instructions associated with this symbol to prevent any risk of injury or 
death must be strictly adhered to at all times. 

 

Other hazard symbols 

Other symbols can be used to indicate specific risks. The following table shows a 
few examples: 

 

 

General hazard 

 

Explosive atmosphere 

 

Electric shock 

 

Laser radiation 

 

Battery 

 

Heat 

 

Severity 

The potential severity is defined in the following table: 
 

Severity Risk severity 

DANGER ‘DANGER’ indicates a hazardous situation which, if not 
avoided, will result in death or serious injury. 

WARNING ‘WARNING’ indicates a hazardous situation which, if not 
avoided, could result in death or serious injury. 

CAUTION ‘CAUTION’ indicates a hazardous situation which, if not 
avoided, could result in minor or moderate injury. 

 

NOTICE ‘NOTICE’ identifies a possibly harmful situation or possible 
damage to property that may result from non-observance. 

‘NOTICE’ does not apply to situations which could lead to 
injury. 
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Information on the risk of injury 

An example of the risk of injury is as follows: 

 

 WARNING 

 

Type and cause of the risk 

Consequences if the risk occurs 

● Preventive actions / prohibitions 

 

Information on potential property damage 

An example of the risk of potential property damage is as follows: 

 

NOTICE 

 

Type and cause of the risk 

Consequences if the risk occurs 

● Preventive actions / prohibitions 

 

2.2 Specific safety instructions 
This product may only be installed by Siemens-authorized specialized installers, 
with experience in the design, installation and maintenance of automatic 
extinguishing systems. During installation, it must be ensured that: 

● this product is installed in compliance with the accident prevention regulations 
and national regulations in force, 

● this product is used as intended, 

● any danger is avoided,  

● Siemens requirements are met (assembly instructions, technical instructions, 
commissioning, and operating instructions), 

● the operators have received and understood the information related to this 
product. 

At commissioning, ensure compliance with the legislation in force, technical 
regulations and safety instructions. 

Failure to comply with Siemens' instructions may result in serious bodily injury or 
significant property damage, for which Siemens cannot be held liable. 

Siemens reserves the right to make technical modifications and/or improvements 
at any time. 

2.3 Standards 
Siemens products are developed and manufactured in accordance with specific 
applicable European and international safety standards. If additional national safety 
standards or regulations related to the configuration, mounting, installation, use or 
disposal of the product apply to the operating site, these standards or regulations 
must be complied with in addition to the safety requirements provided in the 
product documentation.
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3 Overview 
The RACK-SA-PLATE is used to mount the following products: 

● BORA, BORA2 and BORA-20 junction boxes, 

● PRESSBOX pressure switch, 

● NEUTRAL-10 and NEUTRAL-20 blocking devices. 

It is used in all Sinorix™ automatic gas extinguishing systems mounted in RACK 
cylinder racks. 

Components 

 

 

Item  Description  Quantity  

1 M10 hex galvanized nut 4 

2 M10 hex screw 4 

3 M4 cylindrical head screw 10 

4 Mounting plate 1 

5 M4 Philips screw (DIN 7985) 4 

6 Pushbutton 2 

 

Electrical and pneumatic connection 

For more information on how to connect electrically and pneumatically BORA, 
BORA2, BORA-20, PRESSBOX, NEUTRAL-10 and NEUTRAL-20 products, refer 
to their respective mounting instructions. 

Technical data 
 

Dimensions (H x L x W) 300 x 284 x 44 mm 

Weight 3.5 kg 

 

Technical data are detailed in the product data sheet. 
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Tools 

● Open-end wrench: 10 

● Tubular box wrench: 10, 16 

● Torque wrench 10 - 200 

● Philips screwdriver 

Mounting a pushbutton 

 

1. Insert the pushbutton. 

2. Press and turn the pushbutton by hand. 

3. Tighten the pushbutton using a torque wrench. 

Torque: 40 Nm. 

NOTICE! Do not tighten the pushbutton above the specified torque.
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4 Mounting 

4.1 Mounting the RACK-SA-PLATE on a rack 

 

1. Position the plate on the rail at the height specified in the dimension data 

sheets. 

2. Secure the plate on the rail using 2 pushbuttons (6). 

4.2 Mounting a PRESSBOX pressure switch 

 

◈ Secure the PRESSBOX on the front of the plate using 2 screws (3): insert the 
screws in the 2 holes located in the upper part of the plate (as circled on the 
above diagram). 
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4.3 Mounting a BORA / BORA2 junction box 

 

◈ Secure the BORA/BORA2 on the front of the plate using 4 screws (3): insert 
the screws in the 4 holes located in the lower part of the plate (as circled on the 
above diagram). 

4.4 Mounting a BORA-20 junction box 

 

◈ Secure the BORA-20 on the front of the plate using 4 screws (5): insert the 
screws in the 4 holes located in the middle part of the plate (as circled on the 
above diagram). 
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4.5 Mounting a NEUTRAL-10 / NEUTRAL-20 

blocking device 

 

◈ Secure the NEUTRAL-10 / NEUTRAL-20 on the front of the plate using 
4 screws (2) and 4 bolts (1): insert the screws in the 4 holes located in the 
middle part of the plate (as circled on the above diagram).
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