SIEMENS

Installation Instructions
Model PAD4-BATT-BRKT

Battery Bracket for PAD-4-ENCL Enclosure

INTRODUCTION The Model PAD4-BATT-BRKT (S54430-B4-A1) from Siemens Industry, Inc., is an
optional battery bracket that can be purchased separately for use in Seismic applica-
tions of an PAD-4-ENCL enclosure.

nore | The PAD4-BATT-BRKT is for indoor use only in dry environments.

INSTALLATION

\
'\M Remove all system power before installation, first battery then AC. (To power up,
‘\;_O connect the AC first, then the battery.)
WARNING
PAD-4-ENCL

(Refer to Figure 1.)
Prior to installing the PAD4-BATT-BRKT, install the
PAD-4-ENCL as described in P/N 315-050081.

1. Place the BT-33 7AH battery set in the

PAD-4-ENCL.
2. Place the PAD4-BATT-BRKT in the . .
. . STUDS FOR MOUNTING
PAD-4-ENCL enclosure by aligning the PAD4-BATT-BRKT
four holes in the bracket with the four A k :
studs above the batteries as shown in b2 — >
Figure 1.

3.  Secure in place with the four #10-32
nuts (provided).

¢
L BATTERIES—/

4. Continue with installation as described in
the PAD-4 Manual, P/N 315-050217. Figure 1
Installing the PAD4-BATT-BRKT

SPECIFICATIONS PAD4-BATT-BRKT:  10.50"W x 2.60"D x 3.25"H
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