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Einstellungsanleitung

SEZ 31

Stellzeitverlangerung

Setting instructions Variable speed control

Instructions pour le réglage

Module dallousement temps

Installningsinstruktion Variable hastighetskontroll
Handleiding voor het insteilen
Instruzioni d'impostazione

Asetteluohje
Instrucciones de montaje
Indstillingsvejledning
Instrukcja uruchomienia
Navod knastaveni

Valtoztathato sebesség vezérlés

Steltijdverlenging

Comando variazione velocita
Saatbajan pidennys

Control variable de velocidad
Lukketidsmodul

Regulator czasu pracy
Modul prestavné
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Gerateschaltplane

SEZ 31

Inwendige aansluitschema's  Tilslutningsdiagram

Internal diagrams Morsettiera Schemat polaczen
Schéma de raccordement Kytkentakaavio Vnitfni zapojeni
Kopplingsschema Esquema de conexionado Kapcsolasi sémak
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Legende:
L = Phase 230 V SEZ31 2=N
N = Neutral Y1 = control signal open
C = 3 - position controller 230 V Y2 = control signal close
SEZ 31 1a/lb = pulsed N to SQL 36 E...
Dimensions| A B C D | Weight
— A—>
SEZ 31 25 | 73,2 79 | 84 904¢
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