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Systems Integration

LONWORKS® Solution for Phoenix Traccel Room
Controller
Table 1. Phoenix Traccel Room Controller APOGEE Points, Application Number: 9146, Program ID:80:00:D4:55:02:04:04:00.

Point Type Description Range/Unitsa b c

1 LAO Space Temperature °F
°C

2 LAO Space Temperature Setpoint °F
°C

3 LAO Temperature Setpoint Offset °F
°C

4 LENUM Occupancy Command 0=Oc_Occupied
1=Oc_Unoccupied
2=Oc_Bypass
3=Oc_Standby
255=Oc_Nul

5 LENUM Occupancy Sensor 0=Oc_Occupied
1=Oc_Unoccupied
2=Oc_Bypass
3=Oc_Standby
255=Oc_Nul

6 LENUM HVAC Application Mode See Table 2

7 LAO Energy Hold Off Value %

8 LAO Energy Hold Off State —

9 LAO Space Indoor Air Quality ppm

10 LAO Unoccupied Cooling Temperature Setpoint °F
°C

11 LAO Unoccupied Heating Temperature Setpoint °F
°C

12 LAO Auxiliary Temperature Setpoint °F
°C

13 LAO Local Setpoint Lever Enable Value %

14 LAO Local Setpoint Lever Enable State —

15 LAI Effective Space Temperature °F
°C

16 LENUM HVAC Unit Status - Mode See Table 2

continued on next page...
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Table 1. Phoenix Traccel Room Controller APOGEE Points, Application Number: 9146, Program
ID:80:00:D4:55:02:04:04:00. (continued)

Point Type Description Range/Unitsa b c

17 LAI HVAC Unit Status - Heat Output Primary %

18 LAI HVAC Unit Status - Heat Output Secondary %

19 LAI HVAC Unit Status - Cool Output %

20 LAI HVAC Unit Status - Economy Output %

21 LAI HVAC Unit Status - Fan Output %

22 LDI HVAC Unit Status - In Alarm Normal/Alarm

23 LAI Effective Temperature Setpoint °F
°C

24 LENUM Effective Occupancy Mode 0=Oc_Occupied
1=Oc_Unoccupied
2=Oc_Bypass
3=Oc_Standby
255=Oc_Nul

25 LAI Discharge Air Temperature °F
°C

26 LAI Primary Terminal Load %

27 LAI Space Indoor Air Quality ppm

28 LAI Effective Energy Hold Off Value %

29 LDI Effective Energy Hold Off State Off/On

30 LAI Auxiliary Command Value %

31 LDI Auxiliary Command State Off/On

32 LAI Bypass Remaining Time min

33 LAO Occupied Cool Setpoint °F
°C

34 LAO Standby Cool Setpoint °F
°C

35 LAO Unoccupied Cool Setpoint °F
°C

36 LAO Occupied Heat Setpoint °F
°C

37 LAO Standby Heat Setpoint °F
°C

38 LAO Unoccupied Heat Setpoint °F
°C

39 LAO Heartbeat Signal sec

40 LAO Flow Offset Command cfm
Lps

41 LAO Minimum Supply Flow Command cfm
Lps

42 LENUM HVAC Flow Override Command State See Table 3

continued on next page...
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Table 1. Phoenix Traccel Room Controller APOGEE Points, Application Number: 9146, Program
ID:80:00:D4:55:02:04:04:00. (continued)

Point Type Description Range/Unitsa b c

43 LAO HVAC Flow Override Command Percent %

44 LAO HVAC Flow Override Command Flow cfm
Lps

45 LENUM HVAC Emergency Command 0=Emerg_Normal
1=Emerg_Pressurize
2=Emerg_Depressurize
3=Emerg_Purge
4=Emerg_Shutdown
5=Emerg_Fire
255=Emerg_Nul

46 LAO Auxiliary Supply Flow Demand Percent %

47 LAI Total Supply Flow cfm
Lps

48 LAI Total Exhaust Flow cfm
Lps

49 LAI Flow Offset cfm
Lps

50 LAI Effective Flow Offset Setpoint cfm
Lps

51 LAI Main Valve Flow cfm
Lps

52 LAI Tracking Valve Flow cfm
Lps

53 LAI Main Valve Flow Setpoint cfm
Lps

54 LAI Tracking Valve Flow Setpoint cfm
Lps

55 LAO Additional Flow – 0 cfm
Lps

56 LAO Additional Flow – 1 cfm
Lps

a Values noted for LDIs and LDOs are in the following format: OFF text/ON text.
b This column indicates the value/range or engineering units or both if known.
c The default English value is not italicized. An italicized entry indicates an SI value.

Table 2. HVAC Mode/Status (hvac_t).

Value Description

0 Hvac_Auto

1 Hvac_Heat

2 Hvac_Mrng_Wrmup

3 Hvac_Cool

continued on next page...
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Table 2. HVAC Mode/Status (hvac_t). (continued)

Value Description

4 Hvac_Night_Purge

5 Hvac_Pre_Cool

6 Hvac_Off

7 Hvac_Test

8 Hvac_Emerg_Heat

9 Hvac_Fan_Only

10 Hvac_Free_Cool

11 Hvac_Ice

255 Hvac_Nul

Table 3. HVAC Override Type (hvac_overid_t).

Value Description

0 Hvo_Off

1 Hvo_Position

2 Hvo_Flow_Value

3 Hvo_Flow_Percent

4 Hvo_Open

5 Hvo_Close

6 Hvo_Minimum

7 Hvo_Maximum

8 Hvo_Unused8

9 Hvo_Unused9

10 Hvo_Unused10

11 Hvo_Unused11

12 Hvo_Unused12

13 Hvo_Unused13

14 Hvo_Unused14

15 Hvo_Unused15

16 Hvo_Unused16

17 Hvo_Position_1

18 Hvo_Flow_Value_1

19 Hvo_Flow_Percent_1

20 Hvo_Open_1

21 Hvo_Close_1

22 Hvo_Minimum_1

23 Hvo_Maximum_1

continued on next page...
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Table 3. HVAC Override Type (hvac_overid_t). (continued)

Value Description

24 Hvo_Unused24

25 Hvo_Unused25

26 Hvo_Unused26

27 Hvo_Unused27

28 Hvo_Unused28

29 Hvo_Unused29

30 Hvo_Unused30

31 Hvo_Unused31

32 Hvo_Unused32

33 Hvo_Position_2

34 Hvo_Flow_Value_2

35 Hvo_Flow_Percent_2

36 Hvo_Open_2

37 Hvo_Close_2

38 Hvo_Minimum_2

39 Hvo_Maximum_2

40 Hvo_Unused40

41 Hvo_Unused41

42 Hvo_Unused42

43 Hvo_Unused43

44 Hvo_Unused44

45 Hvo_Unused45

46 Hvo_Unused46

47 Hvo_Unused47

48 Hvo_Unused48

255 Hvo_Nul
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