SIEMENS 7431908950
M1919

BB Montageanleitung Differenzdruckfiihler

Mounting instructions Differential Pressure Sensors

Instructions de montage Sonde de pression différentielle

Monteringsinstruktion Differenstryckgivare

Montage-aanwijzing Drukverschilopnemer

Istruzioni di montaggio Sonda di pressione differenziale

Asennusohje Paine-eroanturit Q BM4000-..

Instrucciones de montaje Sondas de diferencia de presién

BB} Monteringsvejledning Trykdifferensfaler Q BM4100-..

Montaj talimatlari Fark Basinci Sensérleri

QBM4000-.. QBM4100-1D..
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QBM4000-..

Output 0...10 V 3 _~_q 0 DC 13.5. 33 V
( \ 3 (GL) + -IN AC 24 +15%
3 ) 1 U1y | }out DCO0...10 V
\ 2 (M) 0 GnD
N
2 1910z13_U
QBM4100-.. :
Output 4...20 mA 3 A~ 1 Pin DC 8...33V
( \ 3 () + -IN DC 18...33 V (0...500 Q)
: \ ) 10 | —OUT—@— 4...20 mA
2 1910z13_1

(Lumberg RKC 30/ 11)

max. 1,5 mm?2

2.3 mm
| == T

 28...30 mm

For additional infor-

mation please refer to

the

Sensor Installation

Handbook

and

https://www.siemens.c .J:L

om/bt/download
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L

search for
“QBM4000” or
“QBM4100”
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