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Copyright Notice 

Notice 

Document information is subject to change without notice by Siemens Industry, Inc. 
Companies, names, and various data used in examples are fictitious unless otherwise 
noted. No part of this document may be reproduced or transmitted in any form or by 
any means, electronic or mechanical, for any purpose, without the express written 
permission of Siemens Industry, Inc. 

All software described in this document is furnished under a license agreement and 
may be used or copied only in accordance with license terms. 

For further information, contact your nearest Siemens Industry representative. 

Copyright 2017 Siemens Industry, Inc. 

To the Reader 

Your feedback is important to us. If you have comments about this manual, please 
submit them to: SBT_technical.editor.us.sbt@siemens.com 

Credits 

APOGEE, APOGEE GO, InfoCenter Administrator, InfoCenter Report Manager, 
InfoCenter Server, InfoCenter Suite, and Insight are registered trademarks of Siemens 
Industry, Inc. 

Desigo® and Desigo® CC™ are registered trademarks of Siemens Schweiz AG. 

Other product or company names mentioned herein may be the trademarks of their 
respective owners. 

Printed in the USA. 

Cyber security disclaimer 
Products, solutions and services from Siemens include security functions to ensure the 
secure operation of building automation and control, fire safety, security management, 
and physical security systems. The security functions on these products, solutions and 
services are important components of a comprehensive security concept. 

Drafting, implementing and managing a comprehensive and up-to-date security 
concept, customized to individual needs, is nevertheless necessary, and may result in 
additional plant- or site-specific preventive measures to ensure secure operation of 
your site regarding building automation and control, fire safety, security management, 
and physical security. These measures may include, for example, separating networks, 
physically protecting system components, user training, multi-level defensive 
measures, etc. 

For additional information on security as part of building technology and our product, 
solution and service offerings, please contact your Siemens sales representative or 
project department. We strongly recommend to always comply with our security 
advisories on the latest security threats, patches and other related measures. 

http://www.siemens.com/cert/en/cert-security-advisories.htm

file:///C:/Program%20Files%20(x86)/Schema/ST4.AIS/work/publishingserver/035df085-e0ac-4c90-a7cf-78ad0d0884ae/SBT_technical.editor.us.sbt@siemens.com
http://www.siemens.com/cert/en/cert-security-advisories.htm
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How To Use This Manual 

About This Manual 

This manual is written for the owner and user of the APOGEE ALN Tools. It is 
designed to help you become familiar with the APOGEE ALN Tools and its 
applications. 

This section covers manual organization, document conventions and symbols used in 
the manual, how to access help, related publications, and any other information that 
will help you use this manual. 

Document Conventions 

The following table lists conventions to help you use this manual in a quick and 
efficient manner. 

The following table lists conventions to help you use this manual in a quick and 
efficient manner. 

 

Convention Examples 

Numbered Lists (1, 2, 3…) indicate a 

procedure with sequential steps. 

1. Turn OFF power to the field panel. 

2. Turn ON power to the field panel. 

3. Contact the local Siemens Industry representative. 

Conditions that must be completed or met 

before beginning a task are designated with a 

⊳. 

Intermediate results (what will happen 

following the execution of a step), are 

designated with a ⇨. 

Results, which inform the user that a task was 

completed successfully, are designated with a 

⇨. 

⊳Composer software is properly installed. 

⊳A Valid license is available. 

1. Select Start > Programs > Siemens > GMS > 

Composer. 

⇨The Project Management window displays. 

2. Open an existing project or create a new one. 

⇨The project window displays. 

Actions that should be performed are specified 

in boldface font. 

Type F for Field panels. 

Click OK to save changes and close the dialog box. 

Error and system messages are displayed in 

Courier New font. 

The message Report Definition successfully 

renamed displays in the status bar. 

New terms appearing for the first time are 

italicized. 

The field panel continuously executes a user-defined set 

of instructions called the control program. 

 

This symbol signifies Notes. Notes provide additional 

information or helpful hints. 

Cross references to other information are 

indicated with an arrow and the page number, 

enclosed in brackets: [→92] 

For more information on creating flowcharts, see 

Flowcharts [→92]. 

Placeholders indicate text that can vary based 

on your selection. Placeholders are specified 

in bold print, and enclosed with brackets [ ]. 

Type A C D H [username] [field panel #]. 
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Safety Symbols 

The following table lists the safety symbols used in this manual to draw attention to 
important information. 

 

Symbol Meaning Description 

NOTICE CAUTION Equipment damage may occur if a procedure or instruction is not 

followed as specified. (For online documentation, the NOTICE displays 

in white with a blue background.) 

 

CAUTION Minor or moderate injury may occur if a procedure or instruction is not 

followed as specified. 

 

WARNING Personal injury or property damage may occur if a procedure or 

instruction is not followed as specified. 

 

DANGER Electric shock, death, or severe property damage may occur if a 

procedure or instruction is not followed as specified. 

 

How to Contact Us 

Your feedback is important to us. If you have comments about this document, please 
submit them to the following email address: 
SBT_technical.editor.us.sbt@siemens.com. 
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Overview 
The APOGEE ALN Tools Installer allows you to automatically install: 

● BACnet Field Panel Firmware files 

● FINlite Graphics Tool 

● Siemens Launch Pad 

● WCIS files 

Prerequisites 
Before using the Installer, be sure the following prerequisites are met: 

● You must have Administrator rights on the computer. 

● Supported platforms: 

– Windows 7 64-bit with SP1 

– Windows 7 32-bit with SP1 

– Windows 10 64-bit with SP1 

● Any previously installed stand-alone version of FINlite or Launch Pad must be 
removed before installation of the Firmware Tools.
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Using the Installer 
The Installer is available from Standard Apps/Partner Extranet. 

 

 
NOTICE 

Be sure you are using the appropriate version of the Installer. 

The 32-bit Installer can only be used on 32-bit computers, and the 64-bit Installer can 
only be used on 64-bit computers. 

1. Double-click the Installer file (APOGEE ALN Tools.msi).  

The APOGEE ALN Tools Setup wizard displays. 

2. Follow the installation prompts until the Custom Setup screen displays. 

 

3. On the Custom Setup screen, select which files you want installed. 

4. Click Browse to navigate to where all the applications will be installed. 

 The Reset button returns the Custom Setup screen to its default setting (all 
files will be installed). 

 

 

NOTE: 
The Installer defaults to the following file locations: 
•  For Windows 7, 64-bit: C:\Program Files (x86)\SIEMENS\ 

5. Click the Disk Usage button to display the amount of hard drive memory the 

installation will require. 

6. Click OK. 

7. Click Next to continue the installation. 
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8. Continue with the Setup Wizard prompts. 

 The installation is complete.  

The files have been installed to the chosen location. All files are accessible through 

the Start button, and FINlite, Launch Pad and WCIS shortcuts have also been 

created on your desktop. 
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Changing, Repairing, or Removing Files 
Once the Firmware Tools have been installed, you must use the Installer to change, 
repair, or remove the files. 

1. Double-click the Installer file (APOGEE ALN Tools.msi). 

2. Follow the installation prompts until the Change, repair, or remove installation 

screen displays. 

 

● The Change button allows you to change the files which are installed and their 
installation location. 

● The Repair button repairs problems in the most recent installation by fixing missing 
or corrupt files, shortcuts, and registry entries. 

● The Remove button removes the Firmware Tools from your computer. 

 

 

NOTE:  
Only the Installer package, APOGEE ALN Tools (not individual files), is accessible 
through Add/Remove Programs or Programs and Features. 
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